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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

INTRODUCTION

This Fire Protection Plan is designed to provide Resident Protection in the event of a
fire, to provide effective utilization of the fire Protection features of the Resort, the
buildings and to minimize the possibility of fires. This plan discusses what Residents
are to do in the event of fire, fire Protection, related duties, and other related issues
prior to the arrival of a Volunteer Fire Service.

in order for this plan to be effective, the Condominium Board must know the plan
and be able to implement it in the event of fire. The Fire Code requires the Owner to
be responsible for carrying out the provisions for fire Protection, and defines "Owner"
as “any person, firm or corporation controlling the property under consideration”.
Consequently, the Owner may be any one of or a combination of parties, including
the Condominium Board, Building Management, maintenance staff and/or
Residenie’ of the Resort.
S

The Alberta Fire Code Section 2.8 requires the implementation of a FIRE SAFETY
PLAN. This is a requirement for Buildings greater than a Tri-Piex and commercial
buildings as such the Alberta Fire Code will only affect the Commercial building(s)
located at the Resort.

The Fire Protection Plan for Twin Valley Resort is mandated by the MD of Willow
Creek #26 for Development Approval.

The Fire Service of the MD of Willow Creek #26 may require this plan, once
accepted, to be resubmitted if there are any changes to occupancy or use, if there is
any change in standards, if the fire plan has not been kept current or up to date, or
because the Chief Fire Official judges the current Fire Protection Plan as no longer
being acceptable.

The Chief Fire Official is to be notified regarding any subsequent changes in the
approved Fire Protection Plan.

Resubmission Procedures

At least two (2) copies of the Plan (8 %" X 11" format) or revised sections along with
a copy of the original approved plan or page(s) must be resubmitted to the Chief Fire
Official for the MD of Willow Creek #26 (Protection Codes Officer). Upon
acceptance, both copies will be returned to the author and distributed as outlined in
the Fire Protection Plan (Section 1).
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

Section 1: Distribution and Records

Distribution of the Fire Protection Plan

2 copies will be submitted for review and acceptance by the MD of Willow Creek #26

To be distributed in the following manner:
1 copy for the Property Managers Office File
1 copy to be kept by the Board of Directors
Fire Department Emergency Information:

1 copy of the FD Emergency Information is to be kept at the Resort
Office.

I Occupants will be made aware that a full copy of the Fire Protection Plan is available

to them for reference purposes.

a.

F=

Records

A written record will be kept of all tests and corrective measures for a period
of two (2) years. The record will be made available to the Chief Fire Officer or
his representative, upon request.

A permanent record, containing the maintenance date, the examiner's name
and a description of any maintenance work or hydrostatic testing carried out,
will be prepared and maintained for each Fire Code required portable fire
extinguisher. All other required maintenance as listed in the MAINTENANCE
PROCEDURES section will also have written records kept.

A records manual for the Fire Protection Systems will be supplied to Twin
Valley Resort.
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

Acceptance
TWIN VALLEY RESORT
Fire Protection Plan
Date of Fire Plan Acceptance: Accepted by:

MD of Willow Creek #26

No liability is assumed by the MD of Willow Creek #26 for the contents, operation or
implementation of this plan.

It is the responsibility of the owners of the above property to ensure the Protection of
the occupants, as outlined in this Fire Protection Plan.

It is the responsibility of the owner's appointed Board of Directors to implement the
Fire Protection Plan.

MACFIRE Protection Services has prepared this Fire Protection Plan exclusively for
the use by TWIN VALLEY RESORT, MD of Willow Creek #26, Alberta. A review was
conducted of the proposed fire Protection features at the time of completion of this
plan. The Alberta Fire Code 1998 serves as the current legislated minimum
requirements for the fire Protection in new and existing buildings within the Province
of Alberta and in the formation of this fire Protection plan. Although MACFIRE
Protection Services has taken every precaution in the preparation of this plan, the
author(s) assume no responsibility for errors or omissions or changes made to the
fire Protection features following neither completion of this document nor
implementation of the Fire Protection Plan. The author reserves the right to examine
the installation of equipment, training of occupants and a review of the Resort Fire
Protection features to ensure the Fire Protection Plan for the Resort is completed to
the satisfaction of the Developer and the MD of Wiliow Creek #26.
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

Section 2: Audit of Property Resources

RESORT Description

The property of Twin Valley Resort is a Quarter Section NW % Sec 13-15-26 and
SW % Sec 13-15-26 of land located adjacent to the new Willow Creek Reservoir.
The Resort will be a Bare Land Condominium Project with 170 Architectural
Controlled Cottages on 1(one) acre lots and one Commercial building located at
the Main Gated Entrance to the property. There maybe an additional
maintenance building within the property but that has not been determined at the
time of writing.

The property is bordered on the East side by a large green space adjacent to the
Reservoir. The West side is bordered by two quarter section of land SE % Sec
14-15-26-4 and NE % Sec 14-15-26-4 which are currently share cropped hay
land areas. There is a road allowance between these two quarter sections and
Twin Valley Resort; this road allowance will be maintained to create a Fire Break
between the grass land and the resort. The South side of the Property will be the
Resort access Road Allowance which can provide a Fire Break due to the road
surface.

Access/egress to the Resort will be via the main gated front entrance that will
have a controlled entry system. The roadway systems through the Resort will be
a 6 meter wide paved surface with no parking permitted on either side and
posted NO PARKING. This will allow for good access for any arriving Emergency
Crews.

The Architectural controlled Cottages will have Asphalt or the writer suggests
Light Weight Concrete Tile Roofs, no Shakes of any type will be pemmitted to be
installed. The siding will be Wood or Vinyl siding or other sidings that meet the

Architectural guidelines of the project. All cottages, the Commercial Building
and any maintenance buildings within the Resort will be fully sprinklered to
NFPA 13 and/or NFPA 13D.

There will be no Fire Hydrants located within the property but there will be two
water filling locations, one at the Main Entrance and one at the North end of the
Property in a small proposed maintenance building. The Resort will be
purchasing a 250 gallon Fire Caddy Trailer that can be pulled by any small
tractor or any small truck. The Fire Caddy employs the use of Flameout a CLASS
AB Fire Fighting Foam that is Bio-degradable and US Forestry Approved. See
appendix for information on the Fire Caddy and Flameout Fire Foam
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

| Fire Department Access ]

Fire Department access is through the main entrance gates located off of the
Township Road 152 formerly Secondary Highway 592 from Highway 2 East at
Parkland.

| Portable Fire Extinguishers

The Writer recommends that each cottage be equipped with a
5 Ib ABC portable dry chemical fire extinguisher located
adjacent to the entrance to the cottage.

| Automatic Sprinkier Systems I

The cottages will be equipped with residential

sprinkler systems. These will be designed according

to NFPA 13D. The residential sprinkier heads will

either be a side wall or a pendant style sprinkler head
S depending on the location and how the ceilings are

L designed. Each cottage will have its own shutoff
located within the cottage mechanical area. The
3 commercial buildings will also be equipped with a

sprinkler system and designed in accordance with
NFPA 13. The cottages and commercial buildings
sprinkler systems will be designed so that they can be

. drained down in the fall to prevent any pipes from
freezing during the winter.
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

| Fire Caddy and Trailer ]

The Fire Caddy Trailer proposed for Twin Valley Resort is currently in use at
several Resorts in Saskatchewan and a Retreat center near Calgary. There are
numerous other smaller units in use at Farms, Ranches, Hutterite Colonies and
Gas and Oil Facilities throughout Alberta and BC. All Cottage Owners and Board
Representatives will be trained on the use of the Fire Caddy and the trailer. See
appendix

250 gallon Trailer Unit

The following pictures are Fire Caddies in use

Forestry Use creating a Fire Barrier with Flameout

Movie Set Use creating a Fire Barrier
with Flameout
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

Fire Caddy and Flameout

The Fire Caddy used on the 250 gallon
trailer unit has a Class AB Foam
proportioning system and uses a Class AB
Forestry Approved Fire Fighting Foam
called Flameout.

Fire Caddy and Flameout

Hose Caddy and Flameout

The writer recommends that each cottage be equipped
with a Just In Case Fire - Hose Caddy. This unit attaches
to any garden hose and can supply between 6 to 8 minutes
of a 2% solution of Flameout. This will allow cottages
owner to start protecting their property, until other can
come to their assistance with the Trailer unit. See appendix
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FIRE PROTECTION PLAN FOR TWIN VALLEY RESORT

Roof Caddy and Zone 1 Sprinkler Kits ]

The writer recommends that the
Twin Valley Resort have at least
. three (3) sets of Zone 1 Sprinkler
Kits. This will allow for perimeter
protection of a cottage if it should
have a fire. The sprinklers would be
setup on sides, the front and the rear
of the cottage. Also with three kits a
line of sprinklers can be setup to
protect cottage from an approaching
grass fire on anyone of the three

- sides of the resort. See appendix

v Roof Caddy being placed on a roof by

: a Foresiry Fire Fighter
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dppicalons on wooa surtaces as per ULC. | have enclosed several of the ULC
information documents on this product and the Home Web site if the Fire
Authority wishes to do more research on this product. When the product was
tested by UL/ULC it was tested with a two coat application. See appendix

Magna Coatings SafeCoat Fire Retardant Coating

The writer and the Developer are offering the use of Magna Coatings SafeCoat
Products to Cottage owners prior to building or purchasing. Three of the four
SafeCoat products presented are ULC approved for interior applications;
SafeCoat Latex Fire Retardant Coating can be applied at the framed stage of
construction on all wood surfaces. SafeCoat Clear is a Fire Retardant application
that can be used on decorative wood surfaces, the Sealer/Qvercoat is ULC
Listed but it must be used with SafeCoat 747. SafeCoat Exterior is a solvent
based product that is also ULC listed, it can be used for both exterior and interior
applications and it can also be tinted using a Universal Tint
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